RACEWAYS AND CONDUCTORS CALLOUTS AND DESIGNATIONS STANDARD ABBREVIATIONS
~ MANUFACTURERS CORD/CABLE »o»zn »_,mu%w_mnxmmmox
_— HEAT TAPE ON PIPING o— CONDUIT CALLOUT AFF ABOVE FINISHED FLOOR
P FLEXIBLE CONDUIT Al ANALOG INPUT POINT (PLC)
EQUIPMENT CALLOUT AlC AMPERES INTERRUPTING CAPACITY
—s— SEWER LINE AL ALARM
OVERHEAD ELECTRICAL ALT ALTERNATOR
AO ANALOG OUTPUT POINT (PLC)
—EE— EXISTING CONDUIT UNDERGROUND ATS AUTOMATIC TRANSFER SWITCH
I CONDUIT EXPOSED DRAWING KEY NOTE CALLOUT BAT BATTERY
- BC BATTERY CHARGER
_ CONDUIT BELOW GRADE OR CONCEALED BH BLOCK HEATER
— CONDUIT CAPPED DETAIL NUMBER BP BYPASS CONTACTOR
c CONDUIT (RGS
—o0 CONDUIT BENT UP OR TOWARD DETAIL IDENTIFIER Sap o>n>o_qux )
— CONDUIT BENT DOWN OR AWAY REFERENCE DRAWING NUMBER cB CIRCUIT BREAKER
—-— GROUNDING CAD WELD CKT CIRCUIT
CONNECTION CNT COUNTER
PANEL AND CIRCUIT (EXAMPLE: PANEL LPA, qu mmﬁmm__” ww_,,\_,wmrm TRANSFORMER
\T CONDUCTORS NOT CONNECTED CIRCUITS 1 AND 3) R CONTROL RELAY
T CONDUCTORS CONNECTED t\\iﬁ/\ PHASE/SWITCHLEG CONDUCTOR cT CURRENT TRANSFORMER
- cv CHECK VALVE
—4— CONDUIT SEALS CLASS 1, DIV. 1 LPA-13 o= HOMERUN/CONDUIT DEM DEMAND
EXPLOSION PROOF N\ GROUND CONDUCTOR DI DIGITAL INPUT POINT (PLC)
NEUTRAL CONDUCTOR DO DIGITAL OUTPUT POINT (PLC)
DWG DRAWING
EOR(E) | EXISTING DEVICE
EF EXHAUST FAN
FE FLOW ELEMENT
FS FLOW SWITCH
FT FLOW TRANSMITTER
FU FUSED
LIGHTING AND RECEPTACLES ELECTRICAL AND POWER DISTRIBUTION
G,GND | GROUND
GEN GENERATOR
FLUORESCENT LIGHTING FIXTURE. FIXTURE IDENTIFIER AND m_no_\o_u_ mwwc_.__/__m_hﬁc: CIRCUIT INTERRUPTER
SWITCHED CIRCUIT INDICATED. REFER TO LIGHTING PANELBOARD 208Y/120V OR 1201240V i HAND HOLE
SCHEDULE FOR FIXTURE AND LAMP TYPE. HID HIGH INTENSITY DISCHARGE
HOA HAND-OFF-AUTO
PANELBOARD 480Y/277V HTR HEATER
FLUORESCENT LIGHTING FIXTURE WITH EMERGENCY IC ISOLATION CONTACTOR
BATTERY PACK UTILITY METER ISR INTRINSICALLY SAFE RELAY
Kw KILOWATT
KWH KILOWATT HOUR
MOTOR CONNECTION KWD KILOWATT DEMAND
LIGHTING FIXTURE, EMERGENCY DUAL HEAD WITH INTEGRAL Lc LIGHTING CONTACTOR
BATTERY PACK. EXIT SIGN WHERE INDICATED. Lop LOCAL CONTROL PANEL
LE LEVEL ELEMENT
LS LIMIT SWITCH
INCANDESCENT, COMPACT FLUORESCENT OR H.I.D. LIGHTING __Hﬁo _m“w\%qr_mm>zmz_qqu
FIXTURE, CEILING MOUNTED " METER
mcc MOTOR CONTROL CENTER
PHOTOELECTRIC CONTROL UNIT. WALL MOUNTED McP MAIN CONTROL PANEL
MFR MANUFACTURER
LIGHTING FIXTURE, POLE MOUNT MoV MOTOR OPERATED VALVE
MS MOTOR STARTER
MTS MANUAL TRANSFER SWITCH
LIGHTING FIXTURE, WALL MOUNT N NEUTRAL
NC NORMALLY CLOSED
DUPLEX RECEPTACLE, NUMBER INDICATES NO NORMALLY OPEN
CIRCUIT. GFCI WHERE INDICATED ol OPERATOR INTERFACE
orr OPERATOR IN TROUBLE
oL OVERLOAD RELAY
oT OVER TEMP
HEATER, NUMBER INDICATES KW P POWER
PB PUSH BUTTON
PE PHOTO ELECTRIC RELAY
PFR PHASE FAILURE RELAY
PLC PROGRAMMABLE LOGIC CONTROLLER
PNL PANEL
SPECIAL PURPOSE RECEPTACLE OR DEDICATED DISCONNECT SWITCH - HP RATED, AS INDICATED POT POTENTIOMETER
PS PRESSURE SWITCH
DISCONNECT SWITCH (FUSED PT POTENTIAL TRANSFORMER
TELEPHONE OUTLET SCONNECT SWITCH (FUSED) PVC POLY VINYL CHLORIDE (CONDUIT)
RGS RIGID GAVLANIZED STEEL (CONDUIT)
DATA OR MICROPHONE OUTLET, AS INDICATED RTM RUN TIME METER
TRANSFORMER RV REDUCED VOLTAGE
s SIGNAL
SPLIT TELEPHONE DATA OUTLET CARTRIDGE FUSE AND FUSEHOLDER SA SURGE ARRESTOR
SE SERVICE ENTRANCE
INTERCOM SHT SHEET
ATS - AUTOMATIC TRANSFER SWITCH sSs STAINLESS STEEL
SWITCH, NUMBERS REFER TO SWITCH TYPE MTS - MANUAL TRANSFER SWITCH SsS SOLID STATE STARTER
AND SWITCHED CIRCUIT. sv SOLENOID VALVE
T THERMOSTAT
JUNCTION BOX THERMAL MAG CIRCUIT BREAKER, TC TIME CLOCK
RATING/NO. POLES TDR TIME DELAY
TST TWISTED SHIELDED THREE
CONDUCTOR (TRIAD)
MOTOR CIRCUIT PRC N JYPIcAL
UH UNIT HEATER
THERMOSTAT UPS UNINTERUPTABLE POWER SUPPLY
Vs VIBRATION SWITCH
VT VIBRATION TRANSMITTER
GROUND ROD AND WELL VFD VARIABLE FREQUENCY DRIVE
VsD VARIABLE SPEED DRIVE
w WATT
WHM WATT HOUR METER
GROUNDING ELECTRODE WP WEATHER PROOF
XFMR TRANSFORMER
XP EXPLOSION PROOF
PULL OUT PLUG-RECEPTACLE/MCC CONNECTION XMTR TRANSMITTER
zs LIMIT SWITCH
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